
INTRODUCTION

            

INCLUDED PARTS AND DIMENSIONS

Please follow these installation instructions carefully in order to avoid a safety hazard and/or injury.

CAUTION

FIGURE 1:  Supply and Return Fittings on the Navien NCB Boiler with Connection Sizes

Navien Combi-Boiler Connection Sizes

Description            Diameter

Fuel Gas Inlet   3/4”

Hydronic Auto Feeder  1/2”

Domestic Cold Water Inlet  3/4”

Domestic Hot Water Supply 3/4”

Space Heating Return   1”

Space Heating Supply   1”
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FIGURE 2:  Manifold Piping Setup with Accessories

FIGURE 3:  Available Ports on the NCB Series Primary Manifold

MANIFOLD INSTALLATION

Service/Drain Ports

For Optional Low Water Cut-Off
or Temperature/Pressure Gauge


